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 420 Rail Street 
Negaunee, MI 49866 

906-475-6616 
906-475-6954 Fax 

WWW.NDW.US 

AddenduM

 
Number: 4 Project Number: 1208 

Project: IMVA Surgery Renovation Date: April 30, 2013 

The contractor shall acknowledge receipt of all addenda by listing the number where indicated on the bid 
form. 

Drawings, specifications, and / or proposals are herein amended, expanded, and / or modified, and become a 
part of the Contract Documents with the same effect as if incorporated in the original documents. Any contrary 
provisions contained, or referred to, in Drawings and / or Specifications, shall remain applicable unless 
overridden by this Addendum. Revised provisions herein shall include all labor, materials, methods, 
modifications, etc. required for the completion of the Work. 
 

Specification Modifications: 

None. 

Drawing Modifications: 

1. Sheet M603 Mechanical Equipment Schedules- (reissued) 
a. Revise Rotary Air to Air Heat Recovery Wheel Schedule. 
b. Revise Air Handling Unit Schedule. 
c. Add Fixed Core Heat Exchanger Schedule. 

2. Sheet M701 Mechanical Controls Diagrams (reissued) 
a. Add detail 6 – Air Handling Unit Layout (AHU-1). 
b. Revise detail 1 – Air Handling Unit for Surgical Center (AHU-1). 
c. Revise detail 3 - POINTS LIST FOR VAV AIR HANDLING UNIT WITH MINIMUM 

OUTSIDE AIR AND ENERGY WHEEL.   
 Rename to “POINTS LIST FOR VAV AIR HANDLING UNIT (AHU-1 & 

ASSOCIATED DEVICES).” 
 Reorganize so point ID’s are in order.   
 Add two AO points for the added relief air dampers. 
 Add three BI points for (2) static pressure high limits and (1) static pressure 

low limit. 
3. Sheet M702 Mechanical Controls Diagrams (reissued) 

a. Add detail 4 – Air Handling Unit Layout (AHU-5). 
b. Revise detail 1 – Air Handling Unit for Surgical Center (AHU-5). 
c. Revise detail 2 - POINTS LIST FOR VAV AIR HANDLING UNIT WITH MINIMUM 

OUTSIDE AIR.   
 Rename to “POINTS LIST FOR VAV AIR HANDLING UNIT (AHU-5, RF-5 

& ASSOCIATED DEVICES).” 
 Add (2) AI points. 
 Add (1) BI point. 
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 Add (1) AO point. 
4. Sheet E002 Electrical Notes, Symbols, Schedules and Abbreviations (not reissued) 

a. GENERAL ELECTRICAL NOTES – Add the following statement at the end of those 
notes: 

 Contractor shall provide training for revised Nurse Call System and revised 
Fire Alarm System.  Nurse Call System training shall consist of two 4 hour 
sessions.  Trained personnel shall include Surgery Department Staff, 
Engineering Staff, and any other staff the VA deems appropriate.  Fire 
Alarm System training shall consist of two 8 hour sessions and one follow 
up 4 hour session.  Trained personnel shall include VA Security Staff, 
Engineering Staff, and any other staff the VA deems appropriate 

b. These training requirements supersede other training requirements mentioned in 
the specifications regarding the Nurse Call System and the Fire Alarm System.    

Clarifications: 

None 

 

Attachments: 

M603, M701, M702 

End of Addendum 








